EXPERIMENT FACILITIES
LOM
10/4/93 (CFC)

LAB /OFFICE MODULE _uxvna-

ddres erviced i “CHV CPM: :
150 OFFICE AREA D003-1 D003 VAV-1001 980 0 2.78 0.55 10 NO 8
151 OFFICE AREA D003-2 0003 VAV-1002 480 0 2.78 0.35 8 NO 8
152 OFFICE AREA D003-3 D003 VAV-1003 1120 0 2.78 0.79 12 NO 8
153 OFFICE AREA D003-4&5 D003 VAV-1004 1010 0 2.78 0.55 10 NO 8
NOT USED VAV-10085
NOT USED VAV-1006
156 OFFICE AREA B003-1 8003 VAV-1007 960 0 2.78 0.55 10 NO 8
157 OFFICE AREA B003-2 8003 VAV-1008 480 0 2.78 0.35 8 NO 8
158 OFFICE AREA B003-3 8003 VAV-1009 1120 0 2.78 0.79 12 NO 8
159 OFFICE AREA B003-4&5 8003 VAV-1010 1010 0 2.78 0.79 12 NO 8
NOT USED VAV-1011
161 BREAK A007 A001 VAV-1012 1150 600 2.78 0.79 12 RH-1009 8
162 ENTRY AOO1 A009 VAV-1013 380 190 2.79 0.20 6 RH-1011 8
163 CONF A009 A009 VAV-1014 1560 780 2.78 1.07 14 RH-1010 8
164 CORR A005 A001 VAV-1015 290 0 2.79 0.20 6 NO 8
165 OFFICE AREA C003-1 Cc003 VAV-1016 960 0 2.78 0.55 .10 NO 8
166 OFFICE AREA C003-2 Cc003 VAV-1017 480 0 2.78 0.35 8 ‘NO 8
167 OFFICE AREA C003-3 Cc003 VAV-1018 1120 0 2.78 0.79 12 NO 8
168 OFFICE AREA C003-4&5 c003 VAV-1019 1010 0 2.78 0.55 10 NO 8
NOT USED VAV-1020
170 OFFICE AREA E003-1 E003 VAV-1021 960 0 2.78 0.55 10 NO 8
171 OFFICE AREA E003-2 E003 VAV-1022 480 0 2.78 0.35 8 NO 8
172 OFFICE AREA E003-3 E003 VAV-1023 1120 0 2.78 0.79 12 NO 8
173 OFFICE AREA E003-4&5 E003 VAV-1024 1010 0 2.78 0.55 10 NO 8
NOT USED VAV-1025 0
NOT USED VAV-1026 0
NOT USED VAV-1027 0
177 WOM TOILET A008 A008 VAV-1028 140 0 2.04 0.09 4 NO 8
178 MEN'S TOILET A016 AO16 VAV-1029 140 0 2.04 0.09 4 NO 8
179 ELECT AOO4 A002 VAV-1030 500 0 2.78 0.04 8 NO 8
180 OFFICE AOO2/NETWORK AOO6 A002 VAV-1031 360 0 2.79 0.20 8 NO 8
ELEC LAB D006 A.B.C PH DOO6 | VAV-1032 1180 685 2.78 0.79 12 RH-1001 8
CHEM LAB D004 A,B.C PH DOO4 | VAV-1033 1160 685 2.78 0.79 12 RH-1002 8
FUME HOOD CHEM LAB D004 A D004 VAV-1034 1250 785 2.78 0.79 12 NO 8
CHEM LAB DOO4 A D004 VAV-1035 465 0 2.78 0.55 10 NO 8
ELEC LAB BOO6 A ,B.C PH BOO6 | VAV-1036 1160 e85 2.78 0.79 12 RH-1003 8
CHEM LAB B0OO4 A,B.C PH BOO4 | VAV-1037 1160 685 2.78 0.79 12 RH-1004 8
FUME HOOD CHEM LAB BOO4 A BOO4 VAV-1038 1250 785 2.78 0.79 12 NO 8
CHEM LAB BOO4A BOO4 VAV-1039 465 0 2.78 0.55 10 NO 8
ELEC LAB C004 A.B.C PH CO04 | vAv-1040 1160 685 2.78 0.79 12 RH-1005 8
CHEM LAB C008 A.B.C PH CO068 | VAV-1041 1160 685 2.78 0.79 12 RH-1006 8
FUME HOOD CHEM LAB COO6A C006 VAV-1042 1250 785 2.78 0.79 12 NO 8
CHEM LAB COO6A C006 VAV-1043 465 o] 2.78 0.55 10 NO 8
ELEC LAB EO04 A,B.C PH E004 | VAV-1044 1160 685 2.78 0.79 12 RH-1007 8
CHEM LAB E008 A.B.C PH EOO6 | VAV-1045 1160 685 2.78 0.79 12 RH-1008 8
FUME HOOOD CHEM LAB EOOGA EO06 VAV-1046 1250 785 2.78 0.79 12 NO 8
CHEM LAB EOOBA EOO6 VAV-1047 465 0 2.78 0.55 10 NO 8
197 ENTER/EXIT FOO1 PH DOOB | VAV-1048 640 0 2.78 0.35 8 NO 8
198 ENTER/EXIT DOO1 PH BOO8 | VAV-1049 640 0 2.78 0.35 8 NO 8
199 ENTER/EXIT 8001 PH BOO4 | VAV-1050 6840 0 2.78 0.35 8 NO 8
200 ENTER/EXIT COO1 PH COO4 | VAV-1051 640 0 2.78 0.35 8 NO 8
201 ENTER/EXIT EOO1 PH EOO4 | VAV-1052 640 0 2.78 0.35 8 NO 8
202 ENTER/EXIT GOO!1 PH E008 VAV-1053 640 0 2.78 0.35 8 NO 8
203 SHOP A002 A002 VAV-1054 280 0 2,79 0.20 8 NO 8
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